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Buffalo Box with 1.5" Top Section
Ford EM2-60-67
Mueller H-10302

Mueller H-10304 2" Upper Section 3

for 1.5" - 2" H Series Valve
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Mueller H15000,

Ford F-600 (3/4" and 1"),
Ford FB-600 (3/4" - 2")

All Service Saddles Shall Be Double Strap;Bronze
Nylon Coated or Stainless Steel Conforming to

Village of Gurnee Standards
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Lot Line

Frost Line- 5.5' Min.
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Curb Stop

192 Concrete Block

Mueller H-15154
Mueller B-25154
FORD B22-xxx-M

(where "xxx"

denotes

size code, 1" = "444")
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